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Certificate of Analysis
SP/08/0205

Vessel / Shore Tank :
Product :

Client Reference :
Terminal / Port / Office :
Job 1D :

SEARSPORTS SHORE TANKS
#6 Oil

Sample Submitted By :

Analysis Performed By Inspectorate Portland
Date Sampled : 02-Feb-2008

Date Reported : 05-Feb-2008

0020-0006103 Submission 1D : 2008-020-00105

Sample Details :

SHORE TK NO. 4 AFTER NEW HAMPSHIRE

Comments :
Sample Type UML Comp. Upper Middie Lower
Sample Description 4 4 4 4
Sample Number 0105-005 0105-006 0105-007 0105-0C8
Method Test Result Result Result Result
ASTM D1250 Density at 15°C 0.9566
ASTM D287 API Gravity, ® API- Avg 10.4 10.4 10.4 104
ASTM D4204 Sulfur Content, Mass %- Avg 1.714 1.70 1.71 1.71%
ASTM D1796 Water and Sediment, % (V/V) 0.200
ASTM B2161 Test Temperature, ° F 122
ASTM D445 Test Temperature 50°C {(122°F) 50°C (122°F) 50°C {(122°F) 50°C {122°F)
ASTM D2161 Saybolt Furol Seconds, Seconds 240
ASTM D445 Kinematic Viscosity, ¢St- Avg 508.2 B505.0 508.6 510.9
ASTM D240 Gross Heat of Combustion Unit Cony 18257 / 1516824 / / /
ASTM B4530 Carborn Residue, % (m/m) 11.9
ASTM D473 Sediment Content, Mass % / Vol % 0.02/0.01 / ) /
ASTM D482 Ash Content, Mass % 0.0367
ASTM DB580 Asphaltenes, % (m/m) 4.4
ASTM D93 Proc. B Manual/Automated Auiomatic
Flash Point, " C/° F 106.5 /224 / ) /
ASTM DG5 Water, % (VIV) 0.20
ASTM D87 (1P 15) Pour Point, ° F 32
IP 470 Aluminum, mg/kg 47
Silicon, mg/kg 65
Scdium, mg/kg 18
Vanadium, mo/kg 100
ASTM D5762 Nitrogen, % wt. 0.3965
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33 Rigby Road, South Portland, Maine 04106 Ph: 207-767-1711 Fax; 207-767-5309




